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______________________________________________________________________________________________ 

Date:        May 20, 2015 

Proposal number:      15-BS-Water 

Proposal title:       Cooling Tower Water Treatment Program 

Non-Mandatory Pre-Bid Conference               10:00 AM, June 3, 2015 
                                                                                                       Construction Services Building  
                                                                                                       1617 S. Acoma St. 
                                                                                                       Denver, CO 80223 
                                                                                                                                      
Proposals will be received until:     June 10, 2015 

     2:00 p.m., local standard time  
        at 1617 S. Acoma St. Denver CO, 80223 

Goods or services to be delivered to or performed at:  VARIOUS DPS LOCATIONS 

For additional information please contact the buyer:  Brian Swift 
Email address       brian_swift@dpsk12.org 

Documents included in this package:    Request for Proposal Cover Sheet 
        General Terms and Conditions 
        Special Terms and Conditions 
        Specification and Pricing Form Labor 
             Scope of Work 
        Special Conditions 
        Pricing Form—Chemicals & Equipment 
        Diversity Business Certification Form 
        Attachments  
 
If any of the documents listed above are missing from this package, please email the buyer information above.  If you require additional information, call the 
Denver Public Schools contact person. 
 
The undersigned hereby affirms that (1) he/she is a duly authorized agent of the vendor, (2) he/she has read all terms and conditions and technical 
specifications which were made available in conjunction with this solicitation and fully understands and accepts them unless specific variations have 
been expressly listed in his/her offer, (3) that the offer is being submitted on behalf of the vendor in accordance with any terms and conditions set forth 
in this document, and (4) that the vendor will accept any awards made to it as a result of the offer submitted herein for a minimum of ninety calendar 
days following the date of submission. 
 

PRINT OR TYPE YOUR INFORMATION 

Name of Company: ____________________________________________ Fax: _____________ 

Address: ________________________ City/State: ________________ Zip: ______________ 

Contact Person: ___________________ Title: _____________________ Phone: ___________ 

Authorized Representative’s Signature: ____________________________ Phone: ___________ 

Printed Name: ____________________ Title: _____________________ Date: ____________ 

Email Address: ___________________ Approved by: ______________ Date: ____________ 

 Reviewed by: ______________ Date: ____________ 

Denver Public Schools 
Strategic Sourcing Department 

1617 S. Acoma St. 
Denver, Colorado 80223 

REQUEST FOR PROPOSAL: 15-BS-Water 

 COOLING TOWER WATER TREATMENT PROGRAM 

COVER SHEET 

mailto:brian_swift@dpsk12.org
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___________________________________________________________________________________ 
 
 
I. APPLICABILITY.  These General Terms and Conditions apply, but are not limited, to all bids, proposals, 

qualifications and quotations (hereinafter referred to as ―Offers‖ or ―Responses‖) made to the Denver Public Schools 
(hereinafter referred to as "District") by all prospective suppliers (herein after referred to as "Vendors") in response, 
but not limited, to Invitations to Bid, Requests for Proposals, Requests for Qualifications, and Requests for 
Quotations (hereinafter referred to as ―Solicitations‖). 

 
II. CONTENTS OF OFFER 

 
A. General Conditions.  Vendors are required to submit their Offers in accordance with the following expressed 

conditions: 
 
1. Vendors shall make all investigations necessary to thoroughly inform themselves regarding the plant and 

facilities affected by the delivery of materials and services as required by the conditions of the Solicitation.  
No plea of ignorance by the Vendor of conditions that exist or that may hereafter exist as a result of failure to 
fulfill the requirements of the contract documents will be accepted as the basis for varying the requirements 
of the District or the compensation to the Vendor. 

 
2. Vendors are advised that all District contracts are subject to all legal requirements contained in the District 

Board policies, the Purchasing Department's procedures and state and federal statutes.  When conflicts 
between the Solicitation and these legal documents occur, the highest authority will prevail. 

 
3. Vendors are required to state exactly what they intend to furnish to the District via this Solicitation and must 

indicate any variances to the terms, conditions, and specifications of this Solicitation no matter how slight.  If 
variations are not stated in the Vendor’s Offer, it shall be construed that the Vendor’s Offer fully complies 
with all conditions identified in this Solicitation. 

 
4. Denver Public Schools intends and expects that the contracting processes of the District and its Vendors 
provide equal opportunity without regard to gender, race, ethnicity, religion, age or disability and that its 
Vendors make available equal opportunities to the extent third parties are engaged to provide goods and 
services to the District as subcontractors, vendors, or otherwise.  Accordingly, the Vendor shall not 
discriminate on any of the foregoing grounds in the performance of the contract, and shall make available 
equal opportunities to the extent third parties are engaged to provide goods and services in connection with 
performance of the contract (joint ventures are encouraged).  The Vendor shall disseminate information 
regarding all subcontracting opportunities under this contract in a manner reasonably calculated to reach all 
qualified potential subcontractors who may be interested.  The Vendor shall maintain records demonstrating 
its compliance with this article and shall make such records available to the District upon the District’s 
request. 

Denver Public Schools 
Strategic Sourcing Department 

1617 S. Acoma St. 
Denver, Colorado 80223 

 
REQUEST FOR PROPOSAL COOLING TOWER WATER 

TREATMENT PROGRAM 

GENERAL TERMS AND CONDITIONS 
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5. All Offers and other materials submitted in response to this Solicitation shall become the property of the 

Denver Public Schools. 
 
6. Open Records.  The Vendor understands that all material provided or produced under this Agreement may 

be subject to the Colorado Open Records Act, § 24-72-201, et seq., C.R.S. (2006), and that in the event of a 
request to the District for disclosure of such information, the District shall advise the Vendor of such request 
in order to give the Vendor the opportunity to object to the disclosure of any of its proprietary or confidential 
material.  In the event of the filing of a lawsuit to compel such disclosure, the District will tender all such 
material to the court for judicial determination of the issue of disclosure and the Vendor agrees to intervene 
in such lawsuit to protect and assert its claims of privilege and against disclosure of such material or waive 
the same.  The Vendor further agrees to defend, indemnify and save and hold harmless the District, its 
officers, agents and employees, from any claims, damages, expenses, losses or costs arising out of the 
Vendor’s intervention to protect and assert its claim of privilege against disclosure under this Article 
including, but not limited to, prompt reimbursement to the District of all reasonable attorney fees, costs and 
damages that the District may incur directly or may be ordered to pay by such court. 

 
B. Worker's Compensation Insurance.  Each contractor and subcontractor shall maintain at his own expense until 

completion of his work and acceptance thereof by the District, Worker’s Compensation Insurance, including 
occupational disease provisions, covering the obligations of the contractor or subcontractor in accordance with 
the provisions of the laws of the State of Colorado.  The contractor shall furnish the District with a certificate 
giving evidence that he is covered by the Worker’s Compensation Insurance herein required, each certificate 
specifically stating that such insurance includes occupational disease provisions and provisions preventing 
cancellation without five days’ prior notice to the District in writing. 

 
C. Clarification and Modifications in Terms and Conditions 

 
1. Where there appear to be variances or conflicts between the General Terms and Conditions, the Special 

Terms and Conditions and the Technical Specifications outlined in this Solicitation, the Technical 
Specifications then the Special Terms and Conditions will prevail. 

 
2. If any Vendor contemplating submitting an Offer under this Solicitation is in doubt as to the true meaning of 

the specifications, the Vendor must submit a written request for clarification to the District's Contact person 
as stated in the Special Terms and Conditions.  The Vendor submitting the request shall be responsible for 
ensuring that the request is received by the District at least five calendar days prior to the scheduled 
Solicitation opening or as stated in the Special Terms and Conditions. 
 
Any official interpretation of this Solicitation must be made, in writing, by an agent of the District's 
Purchasing Department who is authorized to act on behalf of the District.  The District shall not be 
responsible for interpretations offered by employees of the District who are not agents of the 
District's Purchasing Department. 
 
The District shall issue a written addendum if substantial changes which impact the technical submission of 
Offers are required.  Such addenda will be posted on the Purchasing Department web site 
(http://purchasing.dpsk12.org/bids/default.asp).  Vendors are responsible for either revisiting this website 
prior to the due date or contacting the designated buyer to ensure that they have any addenda which may 
have been issued after the initial download.  The Vendor shall certify its acknowledgment of the addendum 
by signing the addendum and returning it with its Offer.  In the event of conflict with the original contract 
documents, addenda shall govern all other contract documents to the extent specified.  Subsequent addenda 
shall govern over prior addenda only to the extent specified. 

 
D. Prices Contained in Offer--Discounts, Taxes, Collusion 

 
1. Vendors may offer a cash discount for prompt payment.  Discounts will be considered in determining the 

lowest net cost for the evaluation of Offers; discounts for periods of less than twenty days, however, will not 
be considered in making the award.  

http://purchasing.dpsk12.org/bids/default.asp
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2. Vendors shall not include federal, state, or local excise or sales taxes in prices offered, as the District is 

exempt from payment of such taxes. 
 
3. The Vendor, by affixing its signature to this Solicitation, certifies that its Offer is made without previous 

understanding, agreement, or connection either with any persons, firms or corporations making an Offer for 
the same items, or with the District.  The Vendor also certifies that its Offer is in all respects fair, without 
outside control, collusion, fraud, or otherwise illegal action.  To insure integrity of the District's public 
procurement process, all Vendors are hereby placed on notice that any and all Vendors who falsify the 
certifications required in conjunction with this section will be prosecuted to the fullest extent of the law. 

 
 
III. PREPARATION AND SUBMISSION OF OFFER 

 
A. Preparation 

 
1. The Offer must be typed or legibly printed in ink.  The use of erasable ink is not permitted.  All corrections 

made by the Vendor must be initialed in blue ink by the authorized agent of the Vendor. 
 
2. Offers must contain, in blue ink, a manual signature of an authorized agent of the Vendor in the space 

provided on the Solicitation cover page.  The original cover page of this Solicitation must be included in 
all Offers.  If the Vendor’s authorized agent fails to sign and return the original cover page of the 
Solicitation, its Offer shall be invalid and shall not be considered. 

 
3. Unit prices shall be provided by the Vendor on the Solicitation’s Specification and Pricing Form when 

required in conjunction with the prescribed method of award and shall be for the unit of measure 
requested.  Prices that are not in accordance with the measurements and descriptions requested may be 
considered non-responsive and may not be considered. Where there is a discrepancy between the unit price 
and the extension of prices, the unit price shall prevail. 

 
4. Alternate Offers will not be considered unless expressly permitted in the Specification’s Special Terms and 

Conditions. 
 
5. The accuracy of the Offer is the sole responsibility of the Vendor.  No changes in the Offer shall be allowed 

after the date and time that the Offers are due. 
 
B. Submission 

 
1. The Offer shall be sealed in an envelope with the vendor’s name and the RFP number on the outside. 

One ―original‖ hard copy clearly marked and signed with blue ink, and one electronic copy (on DVD/CD or 
Flash Drive) are to be submitted. 

  
2. Unless otherwise specified, when a Specification and Pricing form is included as a part of the Solicitation, it 

must be used when the Vendor is submitting its Offer.  The Vendor shall not alter this form (e.g. add or 
modify categories for posting prices offered) unless expressly permitted in the addendum duly issued by the 
District.  No other form shall be accepted. 

 
3. Offers submitted via facsimile machines or email will not be accepted. 
 
4. Vendors which qualify their Offers by requiring alternate contractual terms and conditions as a stipulation for 

contract award must include such alternate terms and conditions in their Offers.  The District reserves the 
right to declare Vendors’ Offers as non-responsive if any of these alternate terms and conditions are in 
conflict with the District's terms and conditions, or if they are not in the best interests of the District. 

 
C. Late Offers.  Offers received after the date and time set for the opening shall be considered non-responsive and 

returned unopened to the Vendor. 
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D.  Vendor Information.  All Vendors are required to complete the Vendor Information Form that is included in this 

solicitation. 
 
IV. MODIFICATION OR WITHDRAWAL OF OFFERS 

 
A. Modifications to Offers.  Offers may only be modified in the form of a written notice on company letterhead and 

must be received prior to the time and date set for the Offers to be opened.  Each modification submitted to the 
District’s Purchasing Department must have the Vendor’s name and return address and the applicable 
Solicitation number and title clearly marked on the face of the envelope.  If more than one modification is 
submitted, the modification bearing the latest date of receipt by the District’s Purchasing Department will be 
considered the valid modification. 

 
B. Withdrawal of Offers 

 
1. Offers may be withdrawn prior to the time and date set for the opening.  Such requests must be made in 

writing on company letterhead. 
 
2. In accordance with the Uniform Commercial Code, Offers may not be withdrawn after the time and date set 

for the opening for a period of ninety calendar days.  If an Offer is withdrawn by the Vendor during this ninety 
day period, the District may, at its option, suspend the Vendor from the bid list and may not accept any Offer 
from the Vendor for a six month period following the withdrawal. 

 
V. REJECTION OF OFFERS 

 
A. Rejection of Offers.  The District may, at its sole and absolute discretion: 

 
1. Reject any and all, or parts of any or all, Offers submitted by prospective Vendors; 
 
2. Readvertise this Solicitation; 
 
3. Postpone or cancel the process; 
 
4. Waive any irregularities in the Offers received in conjunction with this Solicitation to accept an offer(s) which 

has additional value or function and/or is determined to be more advantageous to the District; and/or 
 
5. Determine the criteria and process whereby Offers are evaluated and awarded.  No damages shall be 

recoverable by any challenger as a result of these determinations or decisions by the District. 
 
B. Rejection of a Particular Offer.  The District may, at its sole and absolute discretion, reject an offer under any of 

the following conditions: 
 
1. The Vendor misstates or conceals any material fact in its Offer; 
 
2. The Vendor’s Offer does not strictly conform to the law or the requirements of the Solicitation; 
 
3. The Offer expressly requires or implies a conditional award that conflicts with the method of award stipulated 

in the Solicitation’s Special Terms and Conditions; 
 
4. The Offer does not include documents, including, but not limited to, certificates, licenses, and/or samples, 

which are required for submission with the Offer in conjunction with the Solicitation’s Special Terms and 
Conditions and/or Technical Specifications; or  

 
5. The Offer has not been executed by the Vendor through an authorized signature on the Specification’s Cover 

Sheet. 
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C. Elimination from Consideration 

 
1. An Offer may not be accepted from, nor any contract be awarded to, any person or firm which is in arrears to 

the District upon any debt or contract or which is a defaulter as surety or otherwise upon any obligation to the 
District. 

 
2. An Offer may not be accepted from, nor any contract awarded to, any person or firm which has failed to 

perform faithfully any previous contract with the District, state or federal government, for a minimum period of 
three years after this previous contract was terminated for cause. 

 
D.   The District reserves the right to waive any technical or formal errors or omissions and to reject any and all bids, 

or to award contract for the items hereon, either in part or whole, if it is deemed to be in the best interest of the 
District to do so.   

 
VI. AWARD OF CONTRACT.  The District shall award a contract to a Vendor through the issuance of a Purchase Order 

or a Notice of Award.  The General Terms and Conditions, the Special Terms and Conditions, any Technical 
Specifications, the Vendor’s Offer, and the Purchase Order or Notice of Award are collectively an integral part of the 
contract between the Denver Public Schools and the successful Vendor.  Accordingly, these documents shall 
constitute a binding contract without further action by either party. 

 
VII. APPEAL OF AWARD.  Vendors may appeal by submitting, in writing, a detailed request for reconsideration to the 

District's Director of Purchasing within 72 hours after the recommendation of award is posted on the Purchasing 
Department's web site at http://purchasing.dpsk12.org/bids/default.asp, provided that the appeal is sought by the 
Vendor prior to the District finalizing a contract with the selected vendor. 

 
VIII.  CONTRACTUAL OBLIGATIONS 

 
A. Local, State and Federal Compliance Requirements.  Successful Vendors shall be familiar and comply with all 

local, state, and federal directives, ordinances, rules, orders, and laws applicable to, and affected by, this 
contract including, but not limited to, Equal Employment Opportunity (EEO) regulations, Occupational Safety and 
Health Act (OSHA), and Title II of the Americans with Disabilities Act (ADA). 

 
B. Disposition.  The Vendor shall not assign, transfer, convey, sublet, or otherwise dispose of this contract, 

including any or all of its right, title or interest therein, or its power to execute such contract to any person, 
company or corporation, without prior written consent of the District. 

 
C. Employees.  All employees of the Vendor shall be considered to be, at all times, employees of the Vendor, under 

its sole direction, and not an employee or agent of the District. 
 

1. The District may require the Vendor to remove an employee it deems careless, incompetent,      
insubordinate or otherwise objectionable, and whose continued employment on District property is not in the 
best interest of the District.  

 
2. The Vendor shall not employ, retain, hire or use any individual that has been convicted of any felony charges 

as the same is defined under the laws of the State of Colorado in the performance of the services to be 
rendered and materials to be provided to the District pursuant to this Solicitation unless the Vendor receives 
prior written permission. 
 

3. In accordance with the District’s policy regarding the use of tobacco products, no employee of the Vendor 
shall be permitted to use tobacco products when performing work on District property. 

http://purchasing.dpsk12.org/bids/default.asp
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4. To protect the staff and program against undue invasion of the school or work day, sales representatives 

shall not be permitted in schools or other departments for the purpose of making sales unless authorized to 
do so by the Director of Purchasing or his/her designee.  If special or technical details concerning goods or 
services to be purchased are required, the involvement of vendors should be coordinated through the 
Purchasing Department. 

 
D. Delivery.  Prices, quotes and deliveries are to be FOB destination, freight prepaid, and shall require inside 

delivery unless otherwise specified in the Solicitation’s Special Terms and Conditions.  Title and risk of loss shall 
pass to the District upon inspection and acceptance by the District at its designated point of delivery, unless 
otherwise specified in the Special Terms and Conditions.  In the event that the Vendor defaults on its contract or 
the contract is terminated for cause due to performance, the District reserves the right to reprocure the materials 
or services from the next lowest Vendor or from other sources during the remaining term of the 
terminated/defaulted contract.  Under this arrangement, the District shall charge the Vendor any difference 
between the Vendor’s price and the price to be paid to the next lowest Vendor, as well as any costs associated 
with the resolicitation effort  

 
E. Material Priced Incorrectly.  As part of any award resulting from this process, vendor(s) will discount all 

transactions as agreed.  In the event the District discovers, through its contract monitoring process or formal 
audit process, that material was priced incorrectly, vendor(s) agree to promptly refund all overpayments and to 
pay all reasonable audit expenses incurred as a result of the non-compliance. 

 
IX. MODIFICATIONS TO EXISTING CONTRACT.  Terms and conditions may be added, modified, and deleted upon 

mutual agreement between agents of the District and the Vendor provided that such terms and conditions remain 
within the scope and original intent of the Solicitation.  Said terms and conditions may include, but are not limited to, 
additions or deletions of service levels and/or commodities and/or increases or decreases in the time limits for an 
existing contract.  Any and all modifications must be expressed in writing through a Memorandum of Understanding 
and executed by authorized agents of the District and the Vendor prior to the enactment of such modifications. 

 
X. TERMINATION OF CONTRACT 

 
A. The District may, by written notice to the successful Vendor, terminate the contract if the Vendor has been found 

to have failed to perform its service in a manner satisfactory to the District as per specifications, including 
delivery as specified.  The date of termination shall be stated in the notice.  The District shall be the sole judge of 
non-performance. 

 
B. The District may cancel the contract, without penalty, upon thirty days written notice for reason other than cause.  

This may include the District's inability to continue with the contract due to the elimination or reduction of funding. 
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SUBMISSION OF OFFERS:  The original Offer, three copies and one electronic copy must be received before the 
due date and time as specified in this bid.  The Vendor is responsible for addressing the envelope as indicated below.  If 
the bid arrives late, it will be returned unopened to you. Address the envelope as follows:  
 

Denver Public Schools 
 Strategic Sourcing Department 
 1617 S. Acoma St. 
 Denver, CO 80223 
  
 ATTN: Cooling Tower Water Treatment Program 
 
SCHEDULE OF ACTIVITIES:  The following activities outline the process to be used to solicit vendor responses and to 
evaluate each vendor proposal. 

 
May 20, 2015      Distribute Request for Proposal 
June 3, 2015      Pre Bid Conference 
June 5, 2015      Deadline for submitting questions 
June 10, 2015       Proposal deadline 
July 1, 2015      Award contract 

 
PURPOSE OF SOLICITATION - TO ESTABLISH A CONTRACT FOR SERVICES:  The purpose of this Solicitation is to 
purchase Cooling Tower Water Treatment Program services as specified herein from a source(s) of supply that will 
give prompt and efficient service to the District. 
 
TERM OF CONTRACT:  This contract shall commence on the first calendar day Of July, 2015, unless otherwise 
stipulated on the Purchase Order or Notice of Award issued by the District.  The contract shall remain in effect for one (1) 
year.  Notwithstanding, it shall be understood and agreed that any required warranty period which exceeds this term shall 
remain in full force for the duration of the warranty period. 
 
OPTION TO RENEW FOR SUBSEQUENT YEARS (WITH PRICE ADJUSTMENT):  The prices or discounts quoted in 
this Solicitation shall prevail for term of the contract, at which time the District shall have the option to renew the contract 
for subsequent one year periods.  The optional renewal periods shall not exceed (4) four years.  Continuation of the 
contract beyond the initial period is a District prerogative and not a right of the Vendor.  This prerogative will be exercised 
only when such continuation is clearly in the best interest of the District. This option is a District prerogative and not a 
right of the Vendor and will be exercised only when such continuation is clearly in the best interest of the District.  During 
the option period, the District will consider an adjustment to the pricing structure if the manufacturer or supplier notifies 
the Vendor of a price adjustment.  It shall be understood that such price adjustments shall not exceed the amount passed 
on to the Vendor/supplier by the manufacturer. The Vendor shall notify the District of such adjustments during the option 
period at least thirty calendar days prior to the effective date of the new price to be charged to the District.  The District 
reserves the right to reject any price adjustments submitted by the Vendor and/or to terminate the contract with the 
Vendor based on such price adjustments. 
 
ELIGIBILITY OF VENDORS - MINIMUM YEARS OF EXPERIENCE AND OPERATIONAL FACILITIES REQUIRED:  
Pre-award inspection of the Vendor's facility may be made prior to award of the contract.  Responses will only be 

Denver Public Schools 
Strategic Sourcing Department 

1617 S. Acoma St. 
Denver, Colorado 80223 

 
REQUEST FOR PROPOSAL  

COOLING TOWER WATER TREATMENT PROGRAM 

SPECIAL TERMS AND CONDITIONS 
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considered from firms which have been engaged in the business of manufacturing or distributing the goods and/or 
performing services as described in this Solicitation for a minimum period of five years prior to the date of this 
Solicitation.  The Vendors must be able to produce evidence that they have an established satisfactory record of 
performance for a reasonable period of time and have sufficient financial support, equipment and organization to ensure 
that they can satisfactorily execute the services if awarded a contract.  The term equipment and organization as used 
herein shall be construed to mean a fully equipped and well established company in line with the best business practices 
in the industry and as determined by the proper authorities of the District.  The District reserves the right, before awarding 
the contract, to require a Vendor to submit such evidence of its qualifications as it may deem necessary, and may 
consider any evidence available to it (including, but not limited to, the financial, technical and other qualifications and 
abilities of the Vendor, including past performance and experience with the District) in making the award in the best 
interest of the District. 
 
METHOD OF AWARD - BEST EVALUATIVE SCORE BASED ON WRITTEN RESPONSE:  It is the intent of the District 
to award this Contract to the Vendor who receives the highest score when the Responses submitted by interested 
Vendors are reviewed by the District's Response Evaluation Committee.  For this Solicitation, the Evaluation Committee 
will score Responses based on the following criteria:  Quality of service offered, cost, experience and expertise of key 
personnel, document and reporting capabilities, prior experience in performing similar work. 
 
RESPONSE TO QUESTIONS: Questions which arise during the Response preparation period regarding issues around 
this Solicitation, purchasing and/or award should be directed, in writing, via fax, email or U.S. mail, to Brian Swift at 
brian_swift@dpsk12.org Purchasing Department, Denver Public Schools, 1617 S. Acoma St., Denver, Colorado 80223.  
The vendor submitting the question shall be responsible for ensuring that the question is received by the buyer no later 
than January 28, 2014. 
 
Any official interpretation of this Solicitation must be made by an agent of the District’s Purchasing Department who is 
authorized to act on behalf of the District.  The District shall not be responsible for interpretations offered by employees of 
the District who are not agents of the District’s Purchasing Department. 
 
PRICES SHALL BE FIXED AND FIRM FOR THE TERM OF THE CONTRACT:  If the Vendor is awarded a contract 
under this Solicitation, the prices proposed by the Vendor shall remain fixed and firm during the term of the contract, 
provided, however, that the Vendor may offer incentive discounts from this fixed price to the District at any time during 
the contractual term. 
 
PRODUCT RECALL:  Vendor(s) awarded contract(s) under this solicitation shall be required to notify the Denver Public 
Schools Purchasing Department of any manufacturer’s recalls regarding items ordered under said contracts.  The 
Vendor shall contact the Buyer by phone within two hours of notification by the manufacturer and shall follow-up in writing 
within 24 hours.  Failure to comply with this requirement may be cause for termination of any existing contracts between 
the Vendor and the District and for removal from the District’s approved vendor list(s). 
 
SERVICE FACILITIES SHALL BE PROVIDED BY VENDOR IN THE METRO DENVER, COLORADO, AREA:  
Responses will only be accepted from Vendors which have service facilities located in the Metro Denver, Colorado area 
for parts and repairs. 
 
PROTECTION OF PROPERTY:  All existing structures, utilities, services, roads, trees, shrubbery, etc. located on District 
property shall be protected against damage or interrupted services at all times by the Vendor during the term of this 
contract.  The Vendor shall be held responsible for repairing or replacing any and all property which is damaged by 
reason of the Vendor's operation on the property to the satisfaction of the District. 
 
ACCIDENT PREVENTION:  The Vendor shall be required to take safety precautions in an effort to protect persons and 
District property. All contractors and sub-contractors shall conform to all OSHA, State and County regulations while 
performing under the terms and conditions of this contract.  Any fines levied by the above mentioned authorities because 
of inadequate compliance with these requirements shall be borne solely by the Vendor which is responsible for same.  
Barricades shall be provided by the Vendor when work is performed in areas traversed by persons or when deemed 
necessary by the District's Project Manager. 
 
CLEAN UP AFTER PROJECT IS COMPLETED:  All unusable materials and debris shall be removed from the District 
premises.  At completion, the successful Vendor shall thoroughly clean up all areas where work has been involved as 
mutually agreed with the District's Authorized Representative. 
 

mailto:brian_swift@dpsk12.org
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SUB-CONTRACTORS OF WORK SHALL BE IDENTIFIED:  As part of its Response, the Vendor shall be required to 
identify any and all sub-contractors that will be used in the performance of the contract resulting from this Solicitation.  
The Vendor shall also identify the capabilities, experience and portion of the work to be performed by the 
sub-contractor(s).  The competency of the sub-contractor(s) with respect to skill, responsibility and business standing 
shall be considered by the District when making the award in the best interest of the District. 
 
DEFICIENCIES IN WORK TO BE CORRECTED BY VENDOR:  The successful Vendor shall promptly correct all 
deficiencies and/or defects in work and/or any work that fails to conform to the Contract Documents.  All corrections shall 
be made within two calendar days after such rejected defects, deficiencies, and/or non-conformances are verbally 
reported to the Vendor by the District's Project Manager.  The Vendor shall bear all costs of correcting such rejected 
work.  If the Vendor fails to correct the work within the period specified in this Solicitation, the District reserves the right to 
place the Vendor in default of its contractual obligations, obtain the services of another vendor to correct the deficiencies, 
and charge the Vendor for these costs, either through a deduction from the final payment over to the Vendor or through 
invoicing. 
 
METHOD OF PAYMENT - MONTHLY INVOICES:  The successful Vendor(s) shall submit monthly invoices by the tenth 
day of each month.  These invoices shall be submitted to the District's Financial Services Department.  The invoice shall 
reflect the appropriate Purchase Order, the service location(s) and the type of service provided to the District in the prior 
month.  
 
MATERIAL PRICED INCORRECTLY:  As part of any award resulting from this process, Vendor(s) will discount all 
transactions as agreed.  In the event the District discovers, through its contract monitoring process or formal audit 
process, that material was priced incorrectly, Vendor(s) agree to promptly refund all overpayments and to pay all 
reasonable audit expenses incurred as a result of the non-compliance. 

INDEMNIFICATION:  The successful Vendor shall indemnify and hold the District harmless from any and all claims, 
liabilities, losses and causes of action which may arise out of the fulfillment of the Vendor’s contractual obligations as 
outlined in this Solicitation.  The Vendor or its insurer(s) shall pay all claims and losses of any nature whatever in 
connection therewith, and shall defend all suits, in the name of the District when applicable, and shall pay all costs and 
judgments which may issue thereon. 

ACCIDENT PREVENTION:  The Vendor shall be required to take safety precautions in an effort to protect persons and 
District property. All contractors and sub-contractors shall conform to all OSHA, State and County regulations while 
performing under the terms and conditions of this contract.  Any fines levied by the above mentioned authorities because 
of inadequate compliance with these requirements shall be borne solely by the Vendor which is responsible for same.  
Barricades shall be provided by the Vendor when work is performed in areas traversed by persons or when deemed 
necessary by the District's Project Manager. 

INSURANCE:  The Vendor shall purchase and maintain at its own expense, insurance which is at least as broad, and 
with limits at least as great as outlined below: 

   General Liability 
 Policy form:    Occurrence 
 Policy Aggregate $ 2,000,000 
 Products/completed operations aggregate 2,000,000 
 Each occurrence limit..................................................................................................... 1,000,000 
 Personal & advertising injury limit 1,000,000 
 Products/completed operations 
 Defense in excess of limits 
 Per location / per job aggregate limit 
 Blanket contractual 
 Independent contractors  
 Primary & non-contributory 
 Show Waiver of Subrogation in favor of the District 
 All locations / operations  (if not, show district job/location specifically) 
 Name the District as ―Additional Insured‖  
 
 



Page 11 of 24  

Automobile Liability: 
 Combined single limit:.................................................................................................. $ 1,000,000 
 Any auto        (or Hired & Non-owned, if you own no vehicles) 
 Show Waiver of Subrogation in favor of the District  
 Primary & non-contributory 
 Auto pollution liability   (IF you carry any hazardous cargo) 
  (If the Vendor is providing repairs to District vehicles on the Vendor's property, the Vendor  
   shall possess Garage Liability Insurance, covering premises, auto and completed operations) 
 Name the District as ―Additional Insured‖ 
 
   Umbrella: 
 Policy form: ……………………………………..……………………………….. Occurrence - Umbrella 
 Each occurrence or claim limit: ...................…............................................................ $ 1,000,000 
 Excess commercial general liability  
 Excess Products/completed operations  
 Show Waiver of Subrogation in our favor 
 Excess automobile liability  
 Excess professional liability  (if you provide professional services)  
 Excess pollution liability  (if any pollution exposure exists)  
 Excess employer’s liability  
 Blanket contractual 
 Per location / per job aggregate limit 
 Defense in excess of limits 
 Primary & non-contributory 
 All locations / operations (if not, designate specific project or location) 
 Name the District as Additional Insured including Products/Completed Operations 
  
Workers’ Compensation: 
 Workers Compensation benefits: per Colorado Statute 
 Employers liability – limit per accident $    100,000 
 Employers liability – limit per disease 100,000 
 Employers liability – disease aggregate 500,000 
 All owners/officers who will be on District property or job site must be covered  
 Show Waiver of Subrogation in favor of the District  
 Coverage must apply to workers in Colorado 

Insurance companies providing the coverage specified above must be authorized to do business under the laws of the 
State of Colorado and must be rated no less than “A-“by A.M. Best Company.   Issuance of a contract is contingent 
upon verification of all required coverage, as required below.   

Insurance Certification:  Vendor shall cause its insurer(s), (or the insurer(s)’ agent, broker or authorized 
representative), to post the Vendor’s insurance certificate information to www.Ins-Cert.com, an internet service where the 
District’s purchasing manager will view such data and confirm compliance. PAPER CERTIFICATES ARE NOT 
ACCEPTABLE. As soon as the information is posted, Ins-Cert.com will generate an ―Access Code‖ and ―Key,‖ which 
must be given to the District representative prior to entering District property or delivering property to District location.  

Non-Compliance:  If coverage certified through Ins-Cert.com do not meet the requirements shown above, such 
deficiency will be communicated to Vendor by e-mail or fax, and Vendor shall cause its policies to be endorsed to correct 
the deficiency, (and changes posted to Ins-Cert.com), within 15 days. 

Cancellation:  If any required policy is cancelled prior to normal expiration, Vendor shall cause its insurer(s), (or the 
insurer(s)’ agent, broker or authorized representative), to post the cancellation date to Ins-Cert.com as soon as it is 
determined. At least 24 hours before expiration of any required policy,  

Decreased coverage:  Vendor shall cause its insurer(s), (or the insurer(s)’ agent, broker or authorized representative), 
to post any decrease in coverage limits, or lessening of coverage scope, as soon as such becomes effective, and notify 
the District representative.  

http://www.ins-cert.com/
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Renewal:  Vendor shall cause its insurer(s), (or the insurer(s)’ agent, broker or authorized representative), to post the 
renewal information to Ins-Cert.com. If renewal data is not posted 24 hours before renewal, the District representative will 
automatically receive an e-mail notice, and may restrict Vendor from District property or work. 

Impaired Aggregate:  If Vendor is threatened by any claim which, if paid, may impair any aggregate limit by more than 
25%, Vendor shall notify the District representative, and the District representative may require purchase of additional 
coverage, as appropriate to protect the District. 

If the Vendor fails to have compliant insurance certification posted within 15 calendar days after verbal or written notice is 
given to the Vendor by a District representative, the Vendor shall be in default of the contractual terms and conditions 
and will not be awarded the contract.  The vendor has fifteen days to cause compliant data to be posted to Ins-Cert.com 
after the request has been made by the District.  If the Vendor misses this deadline the contract will not be awarded.  The 
next qualified bidder will be notified.  The Vendor shall be responsible for notifying the District thirty days in advance of 
any modification to, or cancellation of, these policies during the contractual period; including, but not limited to, any 
pending or paid claims against the aggregate amount of the policy. 

RECAP OF OFFERS SUBMITTED:  Vendors wishing to receive a recap after recommended award of the Solicitation 
may do so by calling or emailing the buyer and requesting it. 
 
CONFLICTS WITHIN THE CONTRACT DOCUMENTS:  In the event that conflicts exist within the Contract Documents, 
the policies stated in the following paragraphs shall govern:  A. Addenda shall supersede all other Contract Documents to 
the extent specified.  Subsequent addenda shall supersede prior addenda only to the extent specified.  B.  Drawings and 
Specifications are intended to agree and be mutually explanatory and shall be accepted and used as a whole and not 
separately.  Should any item be omitted from either the drawings or Specifications as specified, it shall be implied that 
such omissions are contained in both the drawings and the Specifications as necessary for the proper construction of the 
work herein specified.  Should any error or disagreement between the Specifications and drawings exist or appear to 
exist, the Vendor shall not avail itself of such manifestly unintentional error or omission, but must have same explained or 
adjusted by the District's Project Manager before proceeding with the work in question. 
 
COOPERATIVE PURCHASING EFFORTS:  The District is a member of the Cooperative Educational Purchasing 
Council (CEPC).  The geography of the CEPC lies along the front range of the Rocky Mountains from the Fort 
Collins/Greeley area in the north to Colorado Springs in the south.  This membership of public purchasing departments 
represents approximately seventy percent (70%) of the K-12 public school enrollment in the State of Colorado.  We 
hereby request that any member of the CEPC be permitted to avail itself of this contract and purchase any and all items 
specified herein from the successful Vendor(s) at the contract price(s) established herein.  Each CEPC member which 
uses a contract(s) resulting herefrom would establish its own contract, issue its own orders, be invoiced therefrom, make 
its own payments, and issue its own exemption certificates as required by the Vendor.  It is understood and agreed that 
the District is not a legally binding party to any contractual agreement made between a CEPC member and the Vendor 
as a result of this Solicitation. 
 
EQUAL OPPORTUNITY: Denver Public Schools intends and expects that the contracting processes of the District and 
its Vendors provide equal opportunity without regard to gender, race, ethnicity, religion, age or disability and that its 
Vendors make available equal opportunities to the extent third parties are engaged to provide goods and services to the 
District as subcontractors, vendors, or otherwise.  Accordingly, the Vendor shall not discriminate on any of the foregoing 
grounds in the performance of the contract, and shall make available equal opportunities to the extent third parties are 
engaged to provide goods and services in connection with performance of the contract (joint ventures are 
encouraged).  The Vendor shall disseminate information regarding all subcontracting opportunities under this contract in 
a manner reasonably calculated to reach all qualified potential subcontractors who may be interested.  The Vendor shall 
maintain records demonstrating its compliance with this article and shall make such records available to the District upon 
the District’s request. 
 



Page 13 of 24  

 
 
 
 
 
 

 
 

 
Section I 
Overview 

A. Purpose 
 

The District is seeking a single Contractor to meet all of the cooling tower water treatment program needs of The School 
District.  Contractor is responsible for routine and emergency repairs to all components of the cooling tower water 
treatment system. 
 

Provide water treatment chemicals, equipment, testing, analysis, reports, training, technical assistance, and 
 other services as needed for an effective cooling tower water treatment program. 

    
The information provided herein is intended to assist Contractors in the preparation of proposals necessary to properly 
respond to this Request for Proposal.  The RFP is designed to provide interested Contractors with sufficient basic 
information to submit proposals meeting minimum requirements, but is not intended to limit a proposal’s content or to 
exclude any relevant or essential data herefrom.  Contractors are at liberty and are encouraged to expand upon the 
specifications to demonstrate service capability under any proposal. 
 
Responders to this document are expected to propose all services (management, support, etc.) and associated costs 
(sub-contracted services, etc.) required to deliver a fully operational program to meet the District’s needs. 
 

B. Required Qualifications 
 

Selection of the most suitable vendor and proposal is essential. Therefore, proposals will only be accepted from vendors 
that demonstrate the following qualifications.  The successful Contractor awarded this contract will be evaluated on the 
following: 

 1.  Experience with buildings with similar equipment 
 
 2.  Service capabilities 
 
 3.  Contractor staff 
      a. The number of staff on board 
      b. The job each does and their qualification 
      c. The license(s) they possess 
      d. The years experience they have in cooling tower water treatment program 
  

4.  Equipment on hand for maintaining cooling tower water treatment program 
 
 5.  Three letters of recommendations  
 
 6.  The number of years in this type of business 
 

 
 
 
 
 
 
 
 

Denver Public Schools 
Strategic Sources Department 

1617 S. Acoma St. 
Denver, Colorado 80223 

 
REQUEST FOR PROPOSAL  

COOLING TOWER WATER TREATMENT PROGRAM 

SPECIFICATIONS AND PRICING 
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Section ll  
Response Guidelines 

A. Submission of Proposals 

 
An original, three copies, and one electronic copy of each proposal must be received by June 10, 2015, 2:00 P.M., local 
standard time at 1617 S. Acoma St.. Denver, CO.  The Cover Sheet must be signed by an authorized agent and 
submitted with proposal. 
 
Address the envelope as follows:  

 
Denver Public Schools 

 Strategic Sourcing Department 
 1617 S. Acoma St. 
 Denver, CO 80223 
 15-BS-Water 
 ATTN:  Cooling Tower Water Treatment Program 

B. Evaluation and Award Criteria 

 
Each response will be evaluated based on the Contractor's ability to satisfy the requirements as presented in the RFP. 
 
The successful Contractor must communicate in the response a clear understanding of the requirements, a soundness of 
approach to satisfying them, and documentation of ample qualifications.  
 
Proposals will be evaluated and scored as follows: 
 
 Management Summary   - 10 
 Contractors Profile  - 20 
 Support Services  - 30 
 Cost    - 30 
 Invoicing   - 10 
 
 
 
In order to facilitate the evaluation and selection process, vendors are requested to submit responses that include the 
following information and sections in the following order: 
 
 A.  Management Summary 
 B.  Contractors Profile 
 C.  Support Services 
 D.  Cost Quotation 
 E.  Contract Documents/Reporting 
 F.  Invoicing  
  
Although Contractors are encouraged to be creative with the format and content of responses within each section, at a 
minimum, the following should be addressed in each section. 
 
A.  Management Summary 
A management summary must be included which provides an overview of the Contractor’s proposal.  Contractors should 
emphasize why their solution is best suited to meet the needs of Denver Public Schools.  This summary must be signed 
by an authorized official who can represent the information provided.  The Contractor's response to each of the 
requirements and other requests for information is contractually binding. 
 
 
 
 
 

Section lll - Proposal Preparation and Submission Requirements 
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B.  Contractor Profile 
Provide a brief description and history of your company including current size, equipment and vehicles on hand, 
organization and support staff, and a general overall profile.  Information regarding the company’s prior experience in 
performing similar work should also be included.  Provide letters of reference and indicate the number of years in this 
type of work. 
 
C.  Support Services 
 
 1.  Training:  Describe your general training approach and methodology. 
 
 2.  Implementation Support: Describe the types of services and qualifications of 
      key personnel available to assist in the implementation of your proposal.  This should include a summary 

     or description of all manufacturers that your firm is able to service.  Resume’s of key personnel may be  
     attached. 

 
 
D.  Cost Quotation 
 
The Contractor should clearly specify the costs of the proposed services. 
 
Basic Contract (to include, but not limited to: setting up treatment stations, delivery of chemicals, testing, analysis, 
additional equipment as requested, training, reports, and other services necessary for a complete and functional water 
treatment program). 
 
 Contractual Services/Repairs:     M-F (8am-5pm)  M-F After Hours  Weekends/Holidays 
 
 1.  Skilled labor (hourly)  $__________  $__________  $__________ 
 
 2.  Semi-skilled labor (hourly) $__________  $__________  $__________ 
 
 3.  Helper (hourly)  $__________  $__________  $__________ 
 
 4.  Mark up on new parts % __________%  __________%  __________% 
 
 5.  Overhead and profit % __________%  __________%  __________% 
 
 6. Any Additional Cost For Program  $______________  
 
E.  The contractor shall clearly specify the method of pricing for the addition of new equipment. 
 
 
F.  Contract Documents/Reporting  
 
Include copies of standard contract documents for repair cost estimates, invoices, and inspection reports for review by 
the Denver Public Schools. 
 
G.  Invoicing 
 
Explain your procedures for invoicing for both the basic contract and major repairs greater than $500.00. 
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The District is seeking a single Contractor to meet all of the cooling tower water treatment program needs of The 
School District.   
 

1. Awarded bidder will provide DPS with chemicals, testing procedures,  training, consulting,  technical 
service and written reports in support of the chemical treatment of the cooling tower water systems and 
provide the protection of the cooling water contacted equipment relative to the standards included in this 
specification. 

 
2. All testing of DPS cooling towers are to be completed on each site each month and any actions needed 

shall be provided in a service report and discussed with the HVAC supervisor. In addition, a service 
log and a file containing any and all current MSDS shall be maintained and kept in each mechanical 
room throughout the various schools. More frequent service visits shall be done during the first quarter 
after initiation of the water treatment program. 

 
3. DPS maintenance technicians will perform water testing and chemical feed adjustment during the week after 

they have been trained by the water treatment contractor. The testing results and chemical adjustment plus 
concerns will be entered in the log. They will notify the contractor if unusual conditions are found. 

 
4. The water treatment contractor is responsible for any fouling that occurs in the condenser tubes and 

shall chemically clean and brush the tubes as designated by the District. No subcontracting for this 
service shall be allowed. The contractor will not be responsible for earlier deposits but will be 
responsible after first year of providing water treatment or after cleaning of the condenser and cooling 
tower. 

 
5. During the inspection of the condenser water tubes the awarded bidder shall use a bore scope or 

camera      to inspect the tubes and provide a written report including the visuals.  
 
6. Legionella microbiological analyses for all DPS cooling towers are required a minimum of twice a year, in 

the spring and the fall, the cost for such tests and laboratory analyses shall be included in the full   
service costs specified on the P r i c e  Sheet. Should the results of these analyses show unacceptable 
levels of Legionella, per OSHA standards, in any of the cooling towers, the awarded     vendor shall be 
responsible for treatment of each such tower until Legionella levels have returned to acceptable le v e l s .  
T h e  treatment protocol will be discussed at the time of the c o n t a m i n a t i o n .  Additional analyses 
may be requested during the year and must be provided for an additional charge that is considered   
reasonable by DPS. Legionella testing must be done by a certified lab for testing Legionella.  The report 
should identify sero-group #1 as well as other sero-groups found and their levels.      Guidelines to 
remediate    Legionella and   disease prevention must be per CDC (Centers for Disease   Control and 
Prevention.   These   guidelines also must follow   ASHRAE    and    CTI   (Cooling    Technology   
Institute publications.       This is a mandate to the awarded bidder (s}. There will be no deviation from 
this specification. 

 
7. Awarded bidder shall have at least one (1) chemist holding a graduate degree in chemistry from an       

accredited college or university available for consultation at all times. The chemist shall have access to 
an internally staffed and full time laboratory to provide routine water analysis, scale and corrosion 
product analysis, and corrosion coupon corrosion rate determinations.    DPS   may request 
information on the chemist. Laboratory and turnaround time during the evaluation process. 

 
8. In the event that the treatment program is not obtaining results at any or all locations, DPS can 

require the contractor to modify or completely change the current treatment program at no additional 
cost to DPS. 

 
9. All chemicals shall have batch retainers and lot numbers for 12 months available at DPS request. 
 
10. All chemicals shall be designed and formulated for use by the French Creek Software or Puckorius & 

Associates, Inc. 
 

Section IV - Scope of Work 



Page 17 of 24  

11. The contractor shall provide and supervise a// deliver and material handling of all chemicals   and 
chemical containers directly to point of use. Chemicals can be provided in plastic drums or other 
feed systems..  If plastic drums are used, proper spill containment and removal of spent chemical drums 
m u s t  be provided. Contractor will dispose of any  and  all  debris  generated to  off-site  at  no  
additional  cost  to  DPS. Contractor shall contact the DPS HVAC supervisor at least 48 hours.in 
advance    to schedule any and all chemical deliveries. 

 
12. All work shall be performed between the hours of 7:00 A. M. and 3:30 P. M., Monday through Friday.  

The DPS HVAC supervisor must approve any and all deviations from this schedule.  The contractor 
must have proper identification at all times while on DPS property, and must check in and out at the 
front office of each school. 

 
13. Awarded bidder MUST provide a written and meeting to discuss monthly and annual business review 

conveying the service and status of the treatment program as well as needs for DPS to perform as 
well as goals to be achieved by supplier. The initial reviews shall be submitted November 1, 2015 and 
shall continue to be submitted each November of each additional year for the remainder of the 
contract. 

 
14. By completing and submitting a proposal to DPS for cooling tower water treatment services, the bidder 

i s  agreeing that their company shall be solely responsible for all services proposed. 
 
15. Awarded bidder shall have a qualified service representative on site at each facility to assist in the 

delivery and application of the chemicals. After the initial application of the chemicals, this service 
representative shall make regular trips to each facility initially twice (2) per month for two (2) months  
and  once (1) per  month thereafter for the cooling towers and  or as required to analyze water 
samples, inspect the equipment and make recommendations for continued application of the 
products. This service representative will also be responsible for maintaining MSDS on site, making 
sure that these sheets are in good condition and current at all times, AND are on file with the HVAC 
supervisor. 

 
16. All  cooling tower systems shall be analyzed for the following: 
 

a- All  makeup and cooling towers shall be analyzed monthly for mineral cycle balances 
plus conductivity, pH, "M" alkalinity, calcium hardness, chlorides, oxidant levels and total 
polymer and scale and corrosion inhibitors 

b- All cooling water shall be analyzed for total bacteria once per month by field test methods 
or more frequently if total bacteria counts are above 10 to the 4

th
 cfu/ml 

 
17. Contractor's service representative shall record all chemical inventories, equipment condition, and 

water meter readings (evaporation credit where available) and shall make recommendations for any 
systems needing adjustment and adjust accordingly. Contractor's service representative shall also be 
present each time a condenser is opened for annual inspection. 

 
18. Contractor's service representative shall provide a summary of all of the monthly service reports and 

review all results in person with the DPS HVAC supervisor on a monthly basis. Also, notification of visits 
and work performed and anticipated shall be sent electronically to- Gary_Hofstetter@dpsk12.org on a 
monthly basis by the 15th of each month. 

 
19. Should additional visits be required, a written report summarizing the reason for the visit, the work 

that was done, if any, and the corresponding results shall be provided to the HVAC supervisor at the 
time of the visit. There shall be no additional cost to DPS for such visits. 

 
20. Upon each visit, the contractor's service representative shall: check and confirm the calibration of all  

controllers on each service visit, confirm the working order of all pumps and feed equipment, confirm 
the working order of the solenoid valve, clean the automation system strainers, and confirm proper flow 
through the bypass line. This information should be included in the service report. 

 
21. All products shall be blended in an ISO 9001:2008 certified facility for quality control purposes.  

Certification shall be provided with bid response. 

mailto:Gary_Hofstetter@dpsk12.org
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22. The intent of this water treatment program is to prevent the buildup of adherent mineral deposits on 
cooling water contacted system surfaces, control microbiological growth to maintain acceptable levels, 
prevent premature deterioration of cooling system metallurgy's, minimize system fouling, and prevent 
inefficient operation resulting in increased energy, water, and/or maintenance costs. Periodic de-scaling 
with inhibited acids will not be considered as meeting this specification. 

 
23. Sulfuric acid or other inhibited acids (standalone products) may not be used in the chemical treatment  

program for DPS. Also the products shall not contain molybdate, chromate or other toxic ingredients. 
 
24. Bidder will provide a single product cooling water treatment program with scale inhibitors, corrosion 

inhibitors, and polymeric dispersant. The product shall contain two (2) phosphonates, (PBTC) for scale 
inhibition and HEDP for mild steel corrosion control, azole as a copper corrosion inhibitor, and a 
polymeric dispersant. 

 
25. Cycles of concentration will be optimized, based on make-up water quality to obtain at least 5 to 7 

ideally for efficient operation and cost effective conservation of water and treatment chemicals. This can 
be modified where mineral limits prevent 5 to 7 cycles or higher if makeup water quality permits, but 
exceptions must be clearly noted. See attached potable water analyses to be used for the water 
treatment bid calculation.  

 
26. The product shall be capable of maintaining a general corrosion rate of less than 2.0 mils per year for 

mild steel and less than 0.1 mils per year for copper with no pitting attack of the cooling water by the 
use of corrosion coupons. The contractor shall provide the coupons plus a three (3) capacity coupon 
rack, if not already installed.    

 
27. The awarded bidder shall provide a biocide program consisting of both an oxidizing and non-oxidizing 

biocides. The oxidizing biocide maybe a liquid or dry stabilized bromine based chemistry to minimize 
feeding equipment and handling. Bidder must provide the biocides percent actives. The liquid oxidizing 
biocide shall be fed via timer a minimum of two (2) times per week a t  a  s p e c i f i e d  d o s a g e .  
Sodium bromide will not be accepted as a stand-alone biocide. The awarded bidder must make 
certain that each system has a degassing head pump and inject the biocides into the main/common 
header going to the chillers or to the cooling tower basin. 

 
28. The non-oxidizing biocide shall be compatible with the other chemicals fed into the system. The biocide 

shall be a broad spectrum product effective at alkaline pHs.  Isothiazoline wil l  not be acceptable.  
The product shall be capable of being handled and administered safely to the systems by operating 
personnel. The biocide shall be fed via controller timer a minimum of two (2) times a week. 

 
29. The makeup water quality to be used for the bid preparation is provided here but as mentioned earlier the 

makeup water can change during the season and at different school locations and the water treatment levels 
need to be modified to assure good deposit, corrosion, and microbiological control at all times. 

 
Makeup Water Constituents                           Typical levels   
 
Conductivity                                                           231 
pH                                                                          8.3 
Total Hardness                                                     72 ppm 
Calcium Hardness (as CaCO3)                            63 ppm 
Total Alkalinity                                                      52 ppm 
Silica (as SiO2)                                                      7 ppm 
Chlorides (as Cl)                                                  16 ppm 
Sulfates (as SO4)                                                 40 ppm 
Ortho Phosphate (as PO4)                                    0.15 ppm 
Iron (as Fe)                                                            <0.1 ppm 
Copper (as CU)                                                     <0.1 ppm 
Total Chlorine (as Cl)                                             0.8 ppm 
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SPECIAL CONDITIONS 

Along with the required documents specified in the Notice to Offers’, bidders shall also be able to abide by and/or 

offer the following in order to be considered for award. 

1. Bidder shall have an employee with a minimum of seven (7) years documented service with the 

company who is  designated to perform all on-site testing for DPS. There should be a backup with 

similar experience... 

 

2. Bidder shall respond to Emergency Service calls within four (4) hours of notification and shall be 

available 24 hours a day, seven (7) days a week for after hours and weekend emergencies and 

inspections. Bidders shall provide a 24/7/365 call center contact name and phone number and shall list 

this information on page one (1) of this proposal, just below the Certification Sheet. 

 

3. All servicemen/technicians MUST be dressed appropriately and shall wear a contractor identification 

badge, provided by DPS, at all times while on DPS property. A service schedule detailing which schools 

will be serviced on which dates and times must be provided to the HVAC supervisor in writing via email 

at least 24 hours prior to the first scheduled service. Service visits must be confirmed by the HVAC 

supervisor prior to the contractor's visit to any DPS service location. 

 

4. All servicemen/technicians MUST check in via the front office of each school to gain access to the 

school, and upon completion shall check out via the front office. 

 

5. The use of drugs, tobacco and/or alcohol is strictly prohibited on DPS property. 

 

6. All equipment supplied by the awarded bidder shall be new, the most recent model and design and shall  

have the manufacturer's maximum standard warranty. 

7. Bidder shall warrant that the chemicals used in the water treatment program will not endanger the 

health or safety of the persons coming into contact with these chemicals and will not damage personal 

or real property as long as the instructions, provided by the bidder, are being followed. Bidder shall also 

warrant that the chemicals used in the water treatment program will have no detrimental effects on the 

metallic or non-metallic materials in the equipment being treated, if applied according to bidder's 

instructions. All chemicals used in the treatment program must be registered with the Environmental 

Protection Agency and must be labeled as required by law. All chemical discharge and effluents must 

not violate local, state and/or federal regulations currently in effect. 

8. The successful bidder shall not subcontract any of the work or services, unless approved by DPS. 

9. Each week DPS technicians will perform water testing, chemical pump adjustments, and logging of 

information on log sheets as well as any adjustments made to the system. 
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EQUIPMENT 

 

1. Conductivity controllers shall be supplied if not already installed to maintain uniformity in all DPS 

schools. All the controllers shall be compatible and have the capability to interface via Ethernet to 

immediately notify DPS HVAC personnel AND awarded bidder of any upset condition. Such as 

Advantage Megatron. 

 

2. Controller shall be microprocessor based and capable of controlling condenser conductivity and have 

four (4)   ways for controlling the feed of all products including the scale-corrosion inhibitor and 

biocides. 

 

3. Controller must be able to feed all products with pre-bleed and lock out capabilities. 

 

4. Controller must have screen capabilities to visually indicate power, flow, operational data-conductivity, 

inhibitor level, activation of chemical pumps and blow down valve, and alarms to indicate high, low, flow 

and no flow. 

 

5. Awarded bidder shall offer pumps (available for purchase by DPS) for all liquid chemicals, if viable 

pumps are not available at the facility. All standard chemical pumps should be manufactured by the 

Pulsafeeder using the Pulsatrol A Plus model or equivalent. Automatic degassing heads must be 

provided for pumps used to  inject  biocides. 

 

For  questions  regarding  the entire Special  Conditions,   Price  Sheet,  and/or  Tonnage/BTU   report,  please  

contact   Gary_Hofstetter@DPSK12.org.                                               .· 
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PRICE SHEET 

Please use the Tonnage and BTU information which is attached in the appendix to complete the following price sheet. 

The full service annual cost shall be divided into 12 equal monthly payments. 

Additional equipment shall be purchased on as needed basis &invoiced separately. 

CONDENSER TREATMENT 
 

 Cost for cooling tower scale and corrosion inhibitor based on 1,000 gallons of make-up water $ ____________ 

PRODUCTNAME: _ 
 

 Cost for oxidizing biocide based on  per 1,000 gallons $_____________ 

PRODUCT NAME: _ 
 

 Cost for non-oxidizing biocide based on per 1,000 gallons of system water $____________ 

PRODUCT NAME: _ 
 

 Cost for servicing the condenser systems each month (39 cooling towers) $____________ 
*This will apply for year one (1) only  
 

 Cost for servicing the condenser systems each month (39 cooling towers) $____________ 
*This will apply starting year two (2); (see Tonnage & BTU information). 
 

 Should the condenser tubes become fouled after the first year, will DPS incur a cost to chemically clean the 
tubes? Yes___; No___ 
 

 If yes, please specify the charge that the District will incur for the aforementioned Service along with how your cost 
is based 

 

 Cost for each Legionella test $_________________        
 

                                                                             

CHEMICAL TESTING EQUIPMENT 
 

Calcium Test Kit: 1 drop = 1O ppm as CaC03                               $ ___each 

 Chloride Test Kit: 1 drop = 10 ppm as CaC03                                                                         $_________each 

Phosphonate Test                                                                                                         $_________each 

Handheld Conductivity Meter:  Model                                                                                           $_________each 

Conductivity Standard Solution 1000 mhos    per quart                                                               $_________each 
*REFILL OF REAGENTS AT NO CHARGE TO DISTRICT FOR TERM OF CONTRACT 

  Corrosion Coupon Rack:  3 Station PVC 1"                                                                     $_________each 
(Purchase to be made on a case by case b a s i s )

 

Corrosion Coupon Rack: 3 Station Black Iron                                                                                                                                         
(Purchase to be made on a case by case basis)

 
$_________each 

                   

    Advantage Conductivity Controller such as Model ―Megatron‖                                                     $_________each 

Cost to install                                                                                                                     $_________each 

 
 
 
 
 



 

 
 
 
 
Have you submitted the requested number of copies (1 Original & three copies)?       Yes ________ 
 
Have you submitted one electronic copy (CD or flashdrive)      Yes ________ 
                    
Does your offer comply with all the terms       Yes ________ 
and conditions?  If no, indicate exceptions.       No _________ 
 
Does your offer meet or exceed all         Yes ________ 
specifications?  If no, indicate exceptions.       No _________ 
 
May any member of the Cooperative Educational       Yes ________ 
Purchasing Council avail itself of this contract and       No _________ 
purchase any and all items specified? 
 
State percentage of prompt payment discount, if offered.        __________ 
% 
 
The District has a Visa Procurement Card Program. 
Will you accept the District’s Visa 
for payment of services made from this       Yes _________ 
Proposal?  
       No _________  
 
 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 

 

Diverse Business Certification Form 
 

 

In order to be classified as a Business Diversity vendor with the Denver Public Schools, 
vendor must attach a copy of its applicable certification.   
 

Check the box (select one) which pertains to your enterprise. 
 
 
 Disadvantaged Business Enterprise   Small Business Enterprise 
 8A Certified     Service Disabled Veteran 
 Emerging Small Business Enterprise   Veteran Owned 
 Woman owned and controlled (WBE) 

 
 

Owner(s) 
name(s) 

 

Percent of 
ownership 

Male/ 
Female 

Title/ 
Position 

____________________________________ __________ __________ ______________________________ 
____________________________________ 
 

__________ __________ ______________________________ 

 
Ethnicity of Business - check the box(s) which are applicable (if any). 
 
 African American      Native American 
 Asian American      Hispanic 
 
 

Legal Name of Company: _______________________________________ 

DBA: ________________________________________________________ 

 

 

Fax: _______________ 

Address: ________________________ City/State: __________________ Zip: ________________ 

Contact Person: ___________________ Title: _______________________ Phone: ______________ 

Authorized Representative’s Signature: ______________________________ Phone: ______________ 

Printed Name: ____________________ Title: _______________________ Date: _______________ 

Email Address: __________________   

   

If you are a certified diverse business and would like your company name to appear in the Denver Public 
School’s Diverse Business Directory, please check the box below. 
 
 Yes, please add my company’s name to the directory.  
 

If a copy of your applicable certification is not enclosed, we cannot add your company to 
the directory. 
 

Please provide a brief description of the types of goods and/or services you offer: 

_____________________________________________________________________________________________
_____________________________________________________________________________________________
_______________________________________________________________________-
_____________________________________________________________________________________ 
 

For assistance please contact the DPS Business Diversity Outreach Program (BDOP) Manager, Sharon 
Gonzales, at  
720-424-5447. 
 
 
 
 



 

 

List of Schools with Cooling towers 

GENERAL BID CALCULATIONS: 

Bidders to use the standard template below for calculation of cost of chemicals, labor, testing, 

equipment, and other cost associate with the operation for the water treatment program for 

one year. The data below is be used due to varying sizes of systems and run times. The actual 

cost will be based on data collected from the first year of the agreement and this data will be 

used moving forward for extending the service agreement for the additional years of the 

contract. 

DPS Cooling Tower Water System for Bidding Purposes- For 39 Cooling Tower Systems 

Galvanized steel cooling tower 

Cooling Water Circulation rate-                    1000 gpm (gallons per minute) 

Makeup water rate-                                          12 gpm                                                       

Evaporation rate-                                             10 gpm 

Blow down rate-                                                 2 gpm 

Cycles of Concentration                                    6 

System Volume                                             2000 gallons 

Operating time                                           Based on: 6:30 am to 3:00 pm 

                          Five Days per Week: 110 Days per year   

Chiller w/ copper tubes &steel tube sheet 

 



Type Asset School Name Address Area

Cooling 

Tower 

Count A1 - Manufacture

A2 - Model 

Number Serial Number

A3 - Materials of 

Construction

A4 - Design of 

Tower A5 - Type of Fill

A7 - Fill 

Material

A8 - Basin 

Material

A9 - Basin 

Sediment 

Sweeper

A10 - Mist 

Eliminators

A11 - Age of 

Tower (Years)

A12 - 

Condition of 

Tower

A13 - When 

was tower last 

rebuilt A15 - Typical Tower Operation

A16 - Estimate 

Hours of 

Operation

A17 - Approx. Water 

Temp. Out Of Tower

A18 - Approx. 

Water Temp. To 

Tower

A19 - % Drift from 

Tower Comments

COOLING 

TOWER 292 AMESSE 55440 SCRANTON ST NE 1 MARLEY QUDRAFLOW 252162 21322 1973

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 199 ARCHULETA 16000 E MAXWELL PLACE NE EVAPCO LRT592 W017261 2002

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 207 BARNUM 85 HOOKER SW 1 TOWER TECH INC TTXL121930 PLASTIC FORCED DRAFT PVC PLASTIC NO 2 VERY GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER - BLAIR - - 1 MARLEY AQUATOWER GALV STEEL PVC GALV. STEEL NO GOOD Year around off nights/weekends

COOLING 

TOWER 423 BRUCE RANDOLPH 3955 STEEL ST - 1 EVAPCO AT19-211 17162 GALV STEEL FORCED DRAFT PVC GALV STEEL NO STANDARD POOR Mar-15

Mid April thru Mid Oct. including 

weekends

COOLING 

TOWER 605 CEC 2650 ELIOT ST NW 1 MARLEY NC-234612-AI NC8304F1GS GALV STEEL FORCED DRAFT PVC GALV. STEEL NO GOOD 2000 SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 297 CENTENNIAL 4665 RALEIGH ST NW 1 MARLEY NC CLASS 803104-A1 GALV STEEL FORCED DRAFT PVC GALV. STEEL NO 10 GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 218 CHELTENHAM 1580 JULIAN ST NW MARLEY NC8303FL10G - GALV STEEL FORCED DRAFT PVC GALV STEEL NO GOOD SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 219 COLFAX 1526 TENNYSON ST NW 1 GOVENAIR SCE-1052 30006 GLAV STEEL FORCED DRAFT PVC GALV STEEL NO 19 GOOD/POOR SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 221 COLUMBIAN 2925 W 4TH AVE NW 1 BALTIMORE AIRCOIL CO VF.0-036-214X 4070770601 GALV STEEL GALV STEEL NO GOOD SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 682

CONTEMPORARY 

LEARNING ACADEMY 

(CLA) 2211 W 27TH AVE NW

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 475

DENVER SCHOOL OF THE 

ARTS (DSA) 7111 MONTVIEW BLVD SE 2 EVAPCO/EVAPCO AT19814/AT19814 W027124/W027123 Year around/weekends/evenings

COOLING 

TOWER -

EMILY GRIFFITH 

ACADEMY 1860 LINCOLN ST - Year around/weekends/evenings

COOLING 

TOWER 237 FAIRMONT 520 W 3RD AVE SW 1 MARLEY AQUATOWER 810038-493B ALUMINUM

FORCED DRAFT - 

CROSS FLOW PVC ALUMINUM NO GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 293 FORD 14500 MAXWELL PLACE NE 1 BALTIMORE AIRCOIL CO 15214 V065315501 GALV STEEL PVC GALV. STEEL NO GOOD 1973

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 235 GRANT RANCH 5400 S JAY CIRCLE SW 1 BALTIMORE AIRCOIL CO UTL171-LR U2131901MAD GALV STEEL FORCED DRAFT PVC GALV. STEEL NO GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 418 HENRY 3005 S GOLDEN WAY SW TOWER TECH INC TTXL041930 - PLASTIC FORCED DRAFT PVC PLASTIC NO 2 VERY GOOD N/A

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 294 HOLM 3185 S WILLOW ST SE MARLEY 8608 5-1527-72 GOOD 1973

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 294 HOLM 3185 S WILLOW ST SE TOWER TECH INC TTXL131930 PLASTIC FORCED DRAFT PVC PLASTIC 2 GOOD 2013

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 197 HOWELL 14250 E ALBROOK DRIVE NE BALTIMORE AIRCOIL CO 15177-2/0 U053746501MAD GALV STEEL CROSS FLOW PVC GALV STEEL NO GOOD 2006

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 295 KAISER 4500 S QUITMAN ST SW 1 MARLEY MPT 2 8607 5-2003-73

FORCED DRAFT - 

TRANSITE POOR

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 210 LOWRY 8001 E CEDAR AVE SE 1 BALTIMORE AIRCOIL CO 15154A V01416810MAD GALV STEEL FORCED DRAFT PVC GALV STEEL 14 GOOD SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 454 MANUAL HS 1700 E 28TH AVE - GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 419

MARTIN LUTHER KING 

(MLK) 19535 E 46TH AVE NE 1 MARLEY NC CLASS 89163-776-85 GALV STEEL PVC GALV STEEL NO GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 174 SWIGERT 3480 SYRACUSE ST NE 1 BALTIMORE AIRCOIL CO VTL-227-O/X U108365001 GALV STEEL PVC GALV. STEEL NO GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 299 MCGLONE 4500 CROWN BLVD NE 1 BALTIMORE AIRCOIL CO VIO-145/MX 4064917201 GALV STEEL PVC GALV. STEEL NO GOOD 1978

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 255 MITCHELL 1350 E 33RD AVE - 1 MARLEY NC-249648-A1 NC8301ELIGG-04 FORCED DRAFT PVC GALV. STEEL NO STANDARD 11 GOOD 11/23/2014

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 459 MONBELLO 5000 CROWN BLVD NE MARLEY GOOD Year around off nights/weekends

COOLING 

TOWER 855 NE TERMINAL 4937 DALLAS ST NE 1 BALTIMORE AIRCOIL CO FXT-47-HM/X 52498801 GALV STEEL SPLASH PVC GLAV. STEEL NO LEAKING Year around/weekends/evenings 72 79

COOLING 

TOWER 424 NOEL 5290 KITTREGE ST NE BALTIMORE AIRCOIL CO 15390A 4013072801MAD GOOD 2002 Year around off nights/weekends

COOLING 

TOWER 455 NORTH HS 2960 N SPEER BLVD NW 2 MARLEY NC8403QLN2BGF GALV STEEL FORCED DRAFT PVC GALV. STEEL NO VERY GOOD SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 196 OMAR BLAIR 4905 CATHAY ST NE 1 MARLEY 242881 495B GOOD Year around off nights/weekends

COOLING 

TOWER 265 PHILLIPS - ODYESSY 6550 E 21ST AVE NE BALTIMORE AIRCOIL CO VLT-079-K U107846901 GOOD Year around off nights/weekends

COOLING 

TOWER 414 PLACE BRIDGE

7125 CHERRY CREEK NORTH 

DRIVE SE EVAPCO AT19214 6289681 FORCED DRAFT PVC GALV. STEEL NO STANDARD 10 GOOD 2004

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 296 SAMUELS 3985 S VINCENNES COURT SE 1 TOWER TECH INC TTXL131930 FORCED DRAFT PVC PASTIC 2 GOOD 2013 SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 279 SLAVENS 3000 S CLAYTON ST SE 1 EVAPCO LSWE43512 GALV STEEL FORCED DRAFT PVC GALV STEEL 3 GOOD

Mid April to Mid Oct. off nights & 

weekends

COOLING 

TOWER 205 VALDEZ 2525 W 29TH AVE NW 1 BALTIMORE AIRCOIL CO U110699501 4110699501-01 GALV STEEL FORCED DRAFT PVC GALV. STEEL NO GOOD 1974 SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 195 WALLER 21601 E 51ST PLACE NE 1 MARLEY AV SERIES

SER. 255867-A1 

AV620316 BELT 06 N/A PVC GALV. STEEL NO GOOD N/A Year around off nights/weekends 54 54 N/A

COOLING 

TOWER 253 WESTERLY CREEK 8800 E 28TH AVE NE 1 MARLEY 229 389-495A D19566 GALV STEEL PVC GALV STEEL NO GOOD SHUT DOWN WEEKENDS/EVENINGS

COOLING 

TOWER 289 WHITTIER 2480 DOWNING ST - 1 MARLEY NC250511-A1 NC8301EL1GG-05 GLAV STEEL FORCED DRAFT PVC GALV. STEEL NO STANDARD 10 GOOD N/A

Mid April to Mid Oct. off nights & 

weekends  -RUNS DURING SCHOOL 

OPERATION



- GHSP



Type Asset School Name Address Area

Chiller 

Count

Chiller 

Type

C1 - 

Manufacture Model Number Serial #

Ton 

Capacity Age

C4 - 

Condenser 

tube 

metallurgy

C5 - 

Internal 

tube 

surfaces

C6 - Tubes - 

Any 

plugged?

C7 - Ever 

Replaced?

C8 - Tube 

sheet 

metallurgy

C9 - Are 

anodes 

used?

D1 - Piping 

Material of 

Construction

D2 - Percent of 

Each Metal

E1 - Makeup 

Water Source

E2 - Is any 

other water 

used for 

makeup? E3 - Water Analyses

F1 - Is there a 

makeup water 

meter?

F2 - Is there a 

blowdown water 

meter?

F3 - Is there a 

side stream 

water filter

F4 - Is there a 

conductivity 

blow down 

control meter?

F5 - Are there 

any chemical 

feed pumps 

available?

F6 - How 

many 

chemical 

feed 

F7 - Is there 

any 

chemical 

storage?

F8 - Is there 

a corrosion 

coupon 

rack?

F9 - Are 

there any 

chemical 

restrictions?

G1 - Is 

there 

"free" 

cooling?

G2 - s there a 

plate and frame 

exchanger w/ 

chilled water?

CHILLER 292 AMESSE 55440 SCRANTON ST NE 1 WATER YORK YKASARQ3-CFG SHVM365910 COPPER

CHILLER 199 ARCHULETA 16000 E MAXWELL PLACE NE WATER MCQUAY E729876180 STNU02100019 COPPER

CHILLER 207 BARNUM 85 HOOKER SW 1 WATER MCQUAY WMM14555LI5R GE063JAP18R0Y COPPER MILD STEEL MILD STEEL DENVER CITY YES CONDUCTIVITY - 336 YES YES NO YES YES 3 NO YES NO

CHILLER - BLAIR - - 1 - MCQUAY RESWE2012BE2LA 2003 COPPER DENVER CITY CONDUCTIVITY - 90 YES YES YES YES 1 NO YES

CHILLER 423 BRUCE RANDOLPH 3955 STEEL ST - 1 WATER TRANE CVHE450 L01J10620 450 9/10/2001 COPPER SMOOTH NO NO MILD STEEL NO MILD STEEL MILD STEEL - 100% DENVER CITY NO NO - NEED TO ADD NO - NEED TO ADD YES YES YES 3 NO NO NO NO NO

CHILLER 605 CEC 2650 ELIOT ST NW AIR TRANE C2J-4 COPPER MILD STEEL DENVER CITY NO CONDUCTIVITY - 403 YES NO NO YES YES 3 NO NO NO

CHILLER 297 CENTENNIAL 4665 RALEIGH ST NW 1 WATER TRANE CIH-4 L5B5909 COPPER MILD STEEL MILD STEEL - 99% DENVER CITY NO YES NO YES YES YES 3 NO YES NO

CHILLER 218 CHELTENHAM 1580 JULIAN ST NW 1 WATER YORK YRTDCTI-17C SCXM894910 1 COPPER DENVER CITY NO YES YES YES YES YES 3 YES YES YES

CHILLER 219 COLFAX 1526 TENNYSON ST NW 2 WATER GOVENAIR SCE-1052 30006 COPPER

CHILLER 219 COLFAX 1526 TENNYSON ST NW 2 HITACHI 50025C-H 19 COPPER

MILD 

STEEL/COPPER DENVER CITY NO YES NO YES YES YES 3 NO NO NO

CHILLER 221 COLUMBIAN 2925 W 4TH AVE NW 1 WATER TRANE CRHR400C-2HAT U070770601 COPPER MILD STEEL DENVER CITY NO YES YES YES YES YES 3 NO YES NO

CHILLER 682

CONTEMPORARY LEARNING 

ACADEMY (CLA) 2211 W 27TH AVE NW

CHILLER 475

DENVER SCHOOL OF THE 

ARTS (DSA) 7111 MONTVIEW BLVD SE WATER MCQUAY WSCO87-BAAA STNU020900238 COPPER

CHILLER - EMILY GRIFFITH ACADEMY 1860 LINCOLN ST - CARRIER

CHILLER 237 FAIRMONT 520 W 3RD AVE SW 1 WATER TRANE CG75D L2G659472 COPPER MILD STEEL MILD STEEL 100% DENVER CITY NO YES NO YES YES YES 3 NO YES NO NO

CHILLER 293 FORD 14500 MAXWELL PLACE NE 1 WATER CARRIER YCWLO177SE46XABSDTXXXXXLX 2BXMO1O395 COPPER DENVER CITY YES YES 3 YES YES

CHILLER 235 GRANT RANCH 5400 S JAY CIRCLE SW 1 WATER CARRIER 06N1A225067EA NCBQHW6001 COPPER MILD STEEL MILD STEEL - 100% DENVER CITY NO YES YES YES YES YES 2 NO YES NO NO

CHILLER 418 HENRY 3005 S GOLDEN WAY SW WATER YORK YKCQCRQ4-CKG 6RM-037 COPPER

CHILLER 294 HOLM 3185 S WILLOW ST SE WATER YORK YCWLS0198SE 2FWM007079 4 COPPER DENVER CITY NO YES YES YES YES YES 3 YES YES NO NO

CHILLER 197 HOWELL 14250 E ALBROOK DRIVE NE WATER TRANE RTHDUB1FXEOUAC1A3LAD1A U05M05074 COPPER DENVER CITY YES YRD 3 NO YES

CHILLER 295 KAISER 4500 S QUITMAN ST SW 1 WATER YORK YKASARQ3-CFG SHVM355290 COPPER MILD STEEL MILD STEEL - 100% DENVER CITY NO NO NO YES YES YES 3 NO YES NO NO

CHILLER 210 LOWRY 8001 E CEDAR AVE SE 1 WATER TRANE RTHB150FLF00LWP0004NN3LF2 401M07535 COPPER DENVER CITY YES YES NO YES YES 3 NO YES NO NO

CHILLER 419 MARTIN LUTHER KING (MLK) 19535 E 46TH AVE NE

PLATE & 

FRAME 

ONLY MILD STEEL DENVER CITY YES NO NO YES 3 NO YES

CHILLER 174 SWIGERT 3480 SYRACUSE ST NE 1 TRANE

RTWD160F2B03A1A11A1Y1D0A4000

0000000A400100D0 DENVER CITY YES YES YES YES YES 3 YES YES

CHILLER 299 MCGLONE 4500 CROWN BLVD NE 1 WATER YORK B1-B1-0FB GM002346 COPPER DENVER CITY NO YES YES 3 NO YES

CHILLER 255 MITCHELL 1350 E 33RD AVE - 1 WATER DAIKIN C2209BLLY-A 514C003800 2014 COPPER NO NO MILD STEEL MILD STEEL - 100% DENVER CITY NO NO - NEED TO ADD NO - NEED TO ADD NO YES YES 3 NO NO NO NO NO

CHILLER 459 MONBELLO 5000 CROWN BLVD NE WATER CARRIER 19DH6165CE 78-29-27906 COPPER

855 NE TERMINAL 4937 DALLAS ST - GHSP COPPER DENVER CITY YES NO NO YES 3 NO YES

CHILLER 424 NOEL 5290 KITTREGE ST NE WATER TRANE CVHFO49FA1V03U32685NAE5M1C LO1K10976 COPPER

CHILLER 455 NORTH HS 2960 N SPEER BLVD NW 2 WATER YORK YRS2021CA46 FO2929-E10 4 COPPER DENVER CITY NO YES YES YES YES 3 YES YES NO

CHILLER 414 PLACE BRIDGE

7125 CHERRY CREEK 

NORTH DRIVE SE WATER YORK YKCQCRQ4-CKG SHVM-366150 COPPER NO NO MILD STEEL NO MILD STEEL MILD STEEL 100% DENVER CITY NO YES NO NO YES YES 2 NO YES NO NO NO

CHILLER 296 SAMUELS 3985 S VINCENNES COURT SE 1 WATER YORK YKASARQ3-CFG SHVM-355150 COPPER YES YES NO YES YES 3 NO YES NO YES

CHILLER 279 SLAVENS 3000 S CLAYTON ST SE 1 COPPER YES YES NO YES NO NO NO

CHILLER 205 VALDEZ 2525 W 29TH AVE NW 1 WATER YORK YCWL0132SE46 ABSDT 4 COPPER MILD STEEL DENVER CITY NO YES NO YES YES YES 3 YES YES YES

CHILLER 195 WALLER 21601 E 51ST PLACE NE 1 WATER TRANE YCIFXE04 COPPER COPPER DENVER CITY NO YES YES 3 NO YES

CHILLER 253 WESTERLY CREEK 8800 E 28TH AVE NE 1 WATER MCQUAY C2009BNYYZRA STNNU020050004L 2002 COPPER YES NO YES YES 3 YES YES YES

CHILLER 289 WHITTIER 2480 DOWNING ST - 1 WATER TRANE MS70X6A2W1-R410A COPPER SMOOTH NO NO MILD STEEL NO MILD STEEL MILD STEEL - 100% DENVER CITY NO YES NO - NEED TO ADD NO YES YES 3 YES YES NO YES YES



Type Asset School Name Address Area

B1 - 

Number 

of Pumps

B2 - Chill Water Flow 

Rate in GPM

B3 - 

Typical 

number of 

pumps 

operating

B4 - Pump 

metallurgy Water Type Pump Type Model GPM HD HP RPM Serial #

PUMPS 207 BARNUM 85 W HOOKER - 2 510 1 MILD STEEL CONDENSING B&G 1510 4BC - 9.25 - F 5010 75' 1760443

PUMPS 207 BARNUM 85 W HOOKER - 2 510 1 MILD STEEL CONDENSING P-3 B&G 1510 3E-10.375BF 425 90' 1760136

PUMPS 207 BARNUM 85 W HOOKER - 2 510 1 MILD STEEL CONDENSING P-5 B&G 1510 3E-10.375 BF 425 90' 1760135

PUMPS - BLAIR - - 1 425 1 MILD STEEL

PUMPS 423 BRUCE RANDOLPH 3955 STEEL ST - 2 40 hp 1 MILD STEEL CHILL WATER AURORA 433 40' 04-357-4282

PUMPS 423 BRUCE RANDOLPH 3955 STEEL ST - 2 1 MILD STEEL CONDENSING

FAIRBANKS 

MORSE  - VERTICLE -  44 A BF 3500 358890 - LAYNE

PUMPS 605 CEC 2650 ELIOT ST - 1 1060 1 MILD STEEL

PUMPS 297 CENTENNIAL 4665 RALEIGH ST NW 1 580 1 MILD STEEL

PUMPS 218 CHELTENHAM 1580 JULIAN ST - 2 475 - STAINLESS

PUMPS 219 COLFAX 1526 TENNYSON ST NW 1 UNKNOWN 1 MILD STEEL CONDENSING

PERLESS 

PUMP CAT - 1655BA

R0300A 1-426.6-6A11-

500-36E-317 14216

PUMPS 219 COLFAX 1526 TENNYSON ST NW 1 UNKNOWN 1 MILD STEEL CHILL WATER B&G 3E10125BF 300 95' 1999973

PUMPS 219 COLFAX 1526 TENNYSON ST NW 1 UNKNOWN 1 MILD STEEL CHILL WATER B&G 3E-10.125-BF 300 95' 1999974

PUMPS 221 COLUMBIAN 2925 W 4TH AVE NW 1 UNKNOWN 1 MILD STEEL CONDENSING SERIES 80 4X7-61-8BF 216 23'

PUMPS 221 COLUMBIAN 2925 W 4TH AVE NW 1 UNKNOWN 1 MILD STEEL CHILL WATER BG - 1023135 8X9-23 175 80'

PUMPS 221 COLUMBIAN 2925 W 4TH AVE NW 1 UNKNOWN 1 MILD STEEL CHILL WATER 8X9-23 175 80' 1023138

PUMPS 237 FAIRMONT 520 W 3RD AVE - 1

225 CONDENSOR 

CHILLED 180 RPM 1 MILD STEEL

PUMPS 235 GRANT RANCH 5400 S JAY CIRCLE SW 1 564 1 MILD STEEL

PUMPS 418 HENRY 3005 S GOLDEN WAY SW 1 1200 1 MILD STEEL CONDENSING B&G 1510 RF-9.5 1200 75' C167377-01D31

PUMPS 418 HENRY 3005 S GOLDEN WAY SW 1 1200 1 MILD STEEL CHILL WATER B&G 1610 3/4-BF 813 95'

PUMPS 294 HOLM 3185 S WILLOW ST SE 1 580 1 MILD STEEL 505

PUMPS 197 HOWELL 14250 E ALBROOK DRIVE - 2 480 60 FT MILD STEEL

PUMPS 295 KAISER 4500 S QUITMAN - 1

560 CONDENSOR 355 

CHILLED WATER 1 MILD STEEL

PUMPS 210 LOWRY 8001 E CEDAR AVE SE 2 210 2 MILD STEEL
299 MCGLONE 4500 CROWN BLVD NE 1 480 60FT 1

PUMPS 255 MITCHELL 1350 E 33RD AVE - 1 1 MILD STEEL CHILL WATER P-1 BS0C-BF-10-25 400 90' 15 C188216-01-G41

PUMPS 255 MITCHELL 1350 E 33RD AVE - 1 1 MILD STEEL CONDENSING P-3 600 85' 25 1800

PUMPS 855 NE TERMINAL 4937 DALLAS ST NE 1 200 1

PUMPS 455 NORTH HS 2960 N SPEER BLVD - 2 775 2 MILD STEEL

PUMPS 414 PLACE BRIDGE 7125 CHERRY CREEK NORTH SE 1 675 1 MILD STEEL CHILL WATER 675
PUMPS 414 PLACE BRIDGE 7125 CHERRY CREEK NORTH SE 1 945 1 MILD STEEL CONDENSING 945

PUMPS 296 SAMUELS 3985 S VINCENNES COURT SE 3

CHW 635, COND 820, 

STBY 820 2 MILD STEEL

PUMPS 279 SLAVENS 3000 S CLAYTON ST SE 3

220/BLR 

ROOM/TOWER 3 MILD STEEL

PUMPS 205 VALDEZ 2960 N SPEER BLVD - 1 339 1 MILD STEEL

PUMPS 205 VALDEZ 2525 W 29TH AVE NW 1 339 1 MILD STEEL

PUMPS - WALLER 21601 E 51ST PL NE 1 370 1 MILD STEEL

PUMPS - WESTERLY CREEK 8800 E 28TH AVE NE 2 450 2 MILD STEEL CHILLER PUMPS BALDOR 20 1760

PUMPS 289 WHITTIER 2480 DOWNING ST - 2 MILD STEEL CONDENSING GRUNFOSS CR90-1-1-A-G A96426172-P 64.6' 475.5

PUMPS 289 WHITTIER 2480 DOWNING ST - 2 MILD STEEL CHILL WATER GRUNFOSS CR20-01 A-B-A-V-H004 A96524017-P111 1 0870 111.3 66.9'

PUMPS 174 SWIGERT 3480 SYRACUSE ST NE 1 540 1

PUMPS 293 FORD 14500 MAXWELL PLACE NE 1 725-5@50 MILD STEEL

PUMPS 419

MARTIN LUTHER 

KING (MLK) 19535 E 46TH AVE NE 2 496@80 2
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